ADDENDUM #2

Bid #20-JHS-039

Fire Alarm, Sprinkler and Life Safety Systems Inspections and On-Call Services (Re-Bid)

TO: ALL BIDDERS
FROM: Jennifer Horner, CPPB, Purchasing Agent
DATE: March 2, 2020

This Addendum is issued in response to prospective bidder’s inquiries and to add/clarify verbiage in the request for quote document.

1. **QUESTION:** On page 39 section 11.26 it states all inspection must be complete with the system in normal functioning mode. No silence testing. How should the quarterly sprinkler testing be scheduled? The quarterly testing will require the contractor to test during time when school is in session. Will the contractor be able to activate the alarms during this time?

   **ANSWER:** Quarterly testing can be tested silently since the ring downs will occur during the annual testing.

I hereby acknowledge receipt of Addendum #2 dated March 2, 2020, to Bid #20-JHS-039 Fire Alarm, Sprinkler and Life Safety Systems Inspections and On-Call Services (Re-Bid).

_________________________________________  __________________________________
Company Name (Print or Type)

_________________________________________  __________________________
Authorized Signature Date

**Note:** Bidder shall sign and submit Addendum with bid submission. The same person signing Addendum shall sign the Bid Form. Failure to submit the Addendum may deem your bid as non-responsive.